Window Sizing for Daylighting for Non-Airconditioned Buildings in Andhra Pradesh, India

Srikonda R*
School of Planning and Architecture, Vijayawada, India

Abstract

A window is an opening designed or created in the wall or any surface exposed to external environment to admit daylight, facilitate cross ventilation and contribute to thermal comfort conditions. This paper deals exclusively about drawing adequate daylight to internal spaces from available daylight outside. It is analysed and found that the appropriate proportions of sizes, proper location to achieve uniform spread of daylight and penetration levels. The spread of day light intensity related contours have been analysed on horizontal working plane at 0.75 m from the finished floor level in a room size of 6.0 m*4.0 m through a building code method and simulation and it was found that the size and location of windows are appropriate enough to illuminate the daylight with proper spread and distribution in Vijayawada region of Andhra Pradesh in India. It was also assessed that window of the same size can be split in two windows and placing at side by side walls/vertical planes was more effective in spread/distribution of daylight on working plane. The day lighting considerations in this region are essential for saving the energy and sustainability.

Keywords: Window sizing; Orientation; Spread and penetration; IES simulations; BIS Model; Daylight Illumination

Introduction

The traditional and historical buildings in India were designed with courtyards to bring sunlight into the core of the buildings and overhangs appropriately sized to shade the interior from the summer sun [1]. After the advent of the air conditioning systems and electric light, buildings were designed to have artificial ventilation and lighting. The amount of light admitted depends on the size of the window or windows in relation to the area of the room, the depth of the room to which useful light will penetrate depends on the area of the window and the height of the head of the window above floor level [2]. The concept of day light has the advantage that it is a comparative value of the intensity of daylight indoors at different points so that even though the intensity of outdoor day light will vary, the relative indoor intensity will remain more or less the same [3]. The daylight concept presents better indication of the subjective impression of daylight than the case where an absolute value is given. However, the intensity of illumination of the standard sky is assumed to be uniform to facilitate calculation of levels of daylight. In general, sky luminance varies, with luminance at the horizon being about one third of that at the sun’s zenith. The day light studies in the clarified climatic zones that intermediate sky is the predominant sky type (approximately 86% time of a year) particularly in the tropical climate [4]. Based on previous studies [5], efficient design of day lighting can substantially provide a healthy indoor environment, energy savings in terms of lighting, and preferable visual comfort for the users. Zain-Ahmed, et al. [6] indicates that minimum 10% energy could be saved through implementing day lighting strategies in buildings under tropical skies. Recent studies assessed and appraised passive design parameters that can influence daylight distribution in a building explicitly to window-to-wall ratio, texture and colour of the external façade, orientation, direct light glare [7], glazing, external reflection form obstructions, self-shading strategy including automated solar shading, dimmer controls and light pipe [8], etc... According to the literature that indicated Radiance-based software can accurately be used for the tropical daylight simulation for the relative ratios, but not absolute values [9,10]. The NBC 2005 indicated the procedure of calculating the indoor daylight illumination but the design sky has been taken as an uniform throughout the India but this may not give actual readings and assessment for energy conservation however the study made by the author for available day light and related design sky of 10000 lux has been considered for this paper [25].

Window Sizing for Day Lighting

Successfully admitting renewable natural light into a space reduces the need to supply electric light, which is usually generated at the expense of a non-renewable resource. Using daylight can therefore be considered good stewardship of the vast natural wealth with which we have been blessed. Another reason for promoting day lighting is closely associated with energy conservation. Energy cost savings can accrue because of lower electric lighting consumption. It was also considered to avoiding operation of artificial lights or operating lights with regard to ‘time-space-activity’, means a reduction of heat gain to the space from those lights [12]. This fairly indicates that more energy must be used in that space during the heating season (and less in the summer if the space is air conditioned). To further complicate the issue, admitting daylight to a space requires some form of fenestration. This means heat loss/gain characteristics of the building skin may be altered, which in turn would affect energy consumption. Recent Studies have emphasized [1,13] that the quality of light produced by the sun and sky is a very dynamic and attractive reason for day lighting. It changes in intensity every moment on a partly cloudy day [14]. Every day the colour, directionality, and intensity vary from morning to midday to evening, simultaneously it also vary from overcast to cloudy and to clear sky. Light reflected from the ground depends on the reflective properties of the ground cover [15]. The effectiveness of ground light is also dependent on the orientation (exposure to direct sun) of the window, obstructions between sun and ground and/or ground and window and the height of the window above the ground.

*Corresponding author: Srikonda R, School of Planning and Architecture, Vijayawada, India, Tel: 9676404850; E-mail: rameshrskonda@gmail.com

Received April 04, 2018; Accepted June 19, 2018; Published June 26, 2018


Copyright: © 2018 Srikonda R. This is an open-access article distributed under the terms of the Creative Commons Attribution License, which permits unrestricted use, distribution, and reproduction in any medium, provided the original author and source are credited.
is assumed that the ground plane extends away from the vertical plane of the window up to an infinite distance. This simplifies calculations because the configuration factor between a point on a vertical plane and an infinite horizontal plane is 0.5. A poor quality of daylight may result in discomfort and a loss in visibility, which may cause a decrease in human performance and productivity as emphasized by previous research [16,17]. This, in turn, may lead to increased use of the space, resulting in additional energy consumption [18].

**Theoretical analysis of day lighting**

Day lighting is analysed in terms of the primary parameters such as (a) exterior environment, (b) interior environment, and (c) interface medium (window, skylight, etc.). The analysis of these components should be used to influence design parameters. The primary difficulty is the variability of daylight with respect to the time of day and year, location (longitude and latitude), and environmental conditions. This variation of quality and quantity of daylight (exterior environment) presents a new problem in the interior environment. The exterior environment produces and influences the daylight that becomes the source of light for interior daylight calculations [19]. The constantly changing exterior environment is the key factor in the analysis of daylight. As per literature dynamic internal light shelves [10], light wells and atrium contributes an effective daylighting in general. The general illumination models [20] and advanced fenestration of daylighting [21] emphasized the importance of natural daylight to save energy with regard to climate change and sustainable practices. For developing countries, one has to explore low intensity development aiming clean development mechanism and sustainable practices in we keep climate change as the main paradigm of design. So it is essential to appraise the different window sizes that can provide desirable day light intensity level with respect to the functional requirement of the interior and for the purpose, the space is to be designed.

**Daylight factor (DF)**

The daylight intensity at any point inside a room is subject to severe and frequent fluctuations, but it is, however, found to bear a constant ratio for the simultaneous external intensity when the sky is clear or overcast [22]. It is expressed in terms of intensity of daylight illumination inside a room at any point in any plane as a ratio or percentage of the simultaneous intensity in a horizontal plane at an outside point open to the entire sky vault. Direct sunlight, if any, is not considered for both interior and exterior values of illumination. This effect can be accommodated by considering the daylight levels in indoor spaces with respect to the light from the sky. This may be quantified in the daylight factor, which is defined as:

\[
DF = \frac{\text{illuminance in room}}{\text{illuminance from an unobstructed diffuse sky}} \times 100\% \quad (A1)
\]

Recommended lighting luminance values for different functional activities were tabulated by the Bureau of Indian Standards [22], Illuminating Engineering society of North America (IES) [23], as well as by the Commission International de l’Éclairage (CIE) [24]. Further, the light factor is a measure of all the daylight reaching on an indoor reference point from the direct sky, external surfaces reflecting light directly to the point, and internal surfaces reflecting and inter-reflecting light to the point. Each of three components, when expressed as a ratio or percent of the simultaneous external illumination on the horizontal plane defines respectively the sky component (SC), the external reflected component (ERC) and the Internal reflected component (IRC). The daylight factor on horizontal plane only usually taken as the working plane in a room is generally at 0.75 m level from the finished floor level; however the Day light factors in the vertical planes should also be considered when specifying day lighting values for special cases, such as daylight on a class room blackboard, wall hanger pictures or paintings in exhibition halls and sculptures in a museum.

\[
DF = (SC + IRC + ERC) \quad (A2)
\]

Day Light Illumination = \( \tau \times MF \times (SC + IRC + ERC) \times \frac{[(DS)/100]}{10000} \quad (A3)\)

where,

- \( \tau \): Transmittance of the glazing
- \( MF \): Maintenance factor for conditions
- \( GBC \): Glazing bar correction
- \( DS \): Design sky.

The daylight factor has been calculated at a number of points on a regular grid with in the room of size 4.0 m \( \times \) 6.0 m, a series of contours has been plotted or drawn which connects together those points which have the same daylight factor/intensity. Such daylight contours analyses how the daylight varies within the room. The quantitative analysis of daylight has been developed in order to investigate the daylight intensity level at different grid point, and further contours of the daylight has been developed to show the qualitative distribution pattern of light. Figure 1 shows the grid points in relation to x and y-axis of working plane and the position of the window opening. The same has been plotted in the form of graphs as per NBC-2005 and generated contours as derived by IES VE-2016 simulation and results have been discussed for appropriateness of a model and qualitative and quantitative analysis of the daylight illumination levels. The Design sky has been considered 10000 lux as per research paper [11], the results have been compared and found that the simulation results are inconformity and there is no variation more than 1%.

**Sky component**

Sky component is the ratio of that part of the daylight illumination at a point on given plane, which is received directly from the sky as compared to the simultaneous exterior illumination on a horizontal plane from the entire hemisphere of an unobstructed clear design sky. The sky component at different points on working plane is analysed for different sizes of window by using the BIS/NBC 2005 to appreciate the indoor illumination levels. The values obtained are of rectangle

![Figure 1: Room Module showing working plane and Day light Illumination grid.](image-url)
open unglazed windows, with no external obstructions. The values are corrected by considering the window bars, glazing and external obstructions. The correction for window bars is carried by multiplying the values by a factor equal to the ratio of the clear opening to the overall. Where windows are glazed, the arrived sky component is reduced by about 10 to 20% provided the panes are of clear glass.

**Internal and external reflected component**

The component of day light factor contribute collectively by reflection from the inside surfaces, external obstructions and window area. It varies directly as per window area and inversely to the total area of internal surfaces. It depends on the reflection factors of the floor, wall and roof surfaces insides and of the ground outside. For rooms of white painted surfaces such as walls and ceiling and even for windows of normal sizes, the IRC will have a substantial value at points far away from the window. It was observed that the external obstructions will proportionally reduce the IRC and the same has been considered in the NBC 2005. As per NBC the perfect values of IRC, a specific method of evaluation of the same is given below. The values of the sky component corresponding to the portion of the window obstructed by the external obstruction are to be considered to achieve the ERC. The average IRC can be determined from the BIS internal reflection formula. The simplified form of this is:

$$ IRC_{avt} = \frac{0.85 \times Aw}{AT} \left( C_{fw} + 10c_{w} \right) $$

where,

- 0.85 = Transmittance value of window glazing
- $A_w$ = window area
- $A_t$ = total surface area (ceiling + floor + walls including windows)
- $\rho_{fw}$ = Average reflection of floor and all the walls excluding the window wall, below the plane at level mid height of the window.
- $\rho_{cw}$ = Average reflectance of the upper part and the ceiling of the above three walls.
- $C$ = A constant of value 78 when there is no external obstruction [BSI (1975)]
- $R$ = The average reflection factor of all surfaces in the room (ceiling, wall and windows).

**IES Simulation and NBC Analysis**

The same room size of 4.0 × 6.0 m with the height of 4.0 m have been considered to analyze the different window openings through IES-VE 2016 for uniform overcast sky value of 10000 lux from 8.00 AM to 9.00 AM, luminance at Zenith, etc., the input data has been given below:

- **Design sky**:
  1. Uniform (overcast sky): Equivalent horizontal illuminance (design sky) 10000 lux (8:00 am-9:00 am) Luminance at zenith Lz (Cd/sqm)-4337.
  2. CIE (overcast sky): Lz(Cd/sqm) obtained from date, longitude and latitude (Table 1)

**Results and Discussion**

Effect of window area by varying height of a window for a quantitative study of performance of illumination levels for various window areas, computations have been performed corresponding to the window area variations, width variations, height variations and placement of windows for room module of 4.0 m × 6.0 m × 4.0 m with 0.75 m sill height of window. The room module is divided in the grid form to define the various location points to arrive the sky component, % of DF and intensity of illumination at every point of the grid. Figure 1 shows the grid on working plane in relation to the X and Y axis, accordingly the illumination contours and corresponding contour mapping has been plotted. The input parameters are given below:

- Design daylight=10000 lux (as per perze Model – [20])
- Area of window=$A_w$
- Room size: 4.0 m × 6.0 m
- Height of the room=4.0 m
- Sill level=0.75 m, 0.9 m
- Lintel level=2.1 m, 2.55 m
- Width of the window=1.00 m, 1.25 m, 1.50 m, 1.75 m, 2.0 m, 2.25 m, 2.5 m, 3.0 m
- Height of the window=1.35 m and 1.8 m
- Transmittance of window glazing $\tau$=0.85
- Coefficient of external obstruction $C_c$=78
- $C_c$=10
- External reflected component ERC=0.1
- Total surface area (ceiling + floor + walls including windows) $A_{w}$, 148 m²
- Reflection coefficient of the floor; $R_f$=0.2; $R_w$=0.15
- Reflection coefficient of the window; $R_{win}$=0.15
- Reflection coefficient of the wall; $R_w$=0.7
- Reflection coefficient of ceiling; $R_c$=0.7
- Transmittance of the glazing $\tau$=0.85
- Maintenance factor for conditions MF=0.7

<table>
<thead>
<tr>
<th>Time</th>
<th>Ambient Lux</th>
</tr>
</thead>
<tbody>
<tr>
<td>7 h</td>
<td>1547 Lux</td>
</tr>
<tr>
<td>8 h</td>
<td>5708 Lux</td>
</tr>
<tr>
<td>9 h</td>
<td>9385 Lux</td>
</tr>
<tr>
<td>10 h</td>
<td>12327 Lux</td>
</tr>
<tr>
<td>11 h</td>
<td>14333 Lux</td>
</tr>
<tr>
<td>12 h</td>
<td>15266 Lux</td>
</tr>
<tr>
<td>13 h</td>
<td>15066 Lux</td>
</tr>
<tr>
<td>14 h</td>
<td>13738 Lux</td>
</tr>
<tr>
<td>15 h</td>
<td>11380 Lux</td>
</tr>
<tr>
<td>16 h</td>
<td>8152 Lux</td>
</tr>
<tr>
<td>17 h</td>
<td>4272 Lux</td>
</tr>
<tr>
<td>18 h</td>
<td>5 Lux</td>
</tr>
</tbody>
</table>

**Table 1:** Ground ambient lux from 7 am to 5 pm ranges.
Glazing bar correction $GBC=0.9$

Sky component $= \text{As per NBC-2005}$.

Figures 2-4 show the variations of illumination levels/contours in a room module of $4.0 \text{ m} \times 6.0 \text{ m}$ with respect to the varying window widths keeping the height is of $1350 \text{ mm}$ constant with sill height of $750 \text{ mm}$. It is observed from Figures 2-4, the illumination levels at the corners of the building module having 101, 105 and 111 lux, but the spread value of illumination shows 169, 156 and 146 lux respectively. Even though the window area is lesser but the spread is comparatively impressive at corners of working plane and the only variation is of width (i.e., $1.75 \text{ m}$ to $2.50 \text{ m}$ wide window). It is clear that the wider the window, the spread is more uniform and hence, is recommended in places where functional activity requires spread of light that is more uniform in nature. The window $W2$ of size $2.25 \text{ m} \times 1.35 \text{ m}$ with sill of $0.75 \text{ m}$ having area of $3.04 \text{ m}^2$ is showing an impressive spread of illumination levels for the building module of $5.0 \text{ m} \times 6.0 \text{ m}$. Hence the $3.04 \text{ m}^2$ window with the said size is considered as an appropriate opening size in term of the day lighting for general purpose with respect to the size and area of the room.

Figures 5 and 6 shows the illumination levels of window $W4$ ($2.0 \text{ m} \times 1.8 \text{ m}$) and $W5$ ($2.0 \times 1.35 \text{ m}$) and it is observed the illumination intensity of $W4$ at corners of the room is $140 \text{ lux}$ whereas for window $W5$ gives only $90 \text{ lux}$. It can be seen at room coordinates of $(4, S4)$ the illumination levels are in range of $200-300$ and $100-200$ for $W4$ and $W5$ respectively. The varying height of window indicates that lengthier the window the illumination penetration is more, suitable for double loaded corridors, kitchen, booking counters and reading room of a library with reference to the desired daylight illumination levels workable as per interior layout.
It has been analysed to assess the illumination level of W1 window splitting in to two parts (Wb1-0.75 m × 1.35 m) and Wal-1.0 m × 1.35 m) and keeping the same area of the window and locating it as shown in (Figure 7). Two windows of Wb1 (0.75 m × 1.35 m) and Wa1 (1.00 m × 1.35 m) are considered for locating side-by-side on vertical plane walls with constant sill level of 0.75 m and lintel level of 2.10 m to analyse the illumination levels on working plane. The window positioning considered at diagonal corners as shown in the Figure 7 to appreciate the daylight performance. The resultant illumination levels are given in the form of corresponding illumination contours shown in Figure 7. A single window having (equal to two window opening area) the opening area of 2.3625 m² with the size of W1-1.75 m × 1.35 m placed at middle of the 6 m wide vertical plane with the same sill level of 0.75 m considered for illumination analysis on working plane of the building. The daylight illumination on working plane corresponding to the room grid or coordinates; the same can be seen in the form of illumination contours in Figure 8. In comparison to illumination levels shown in both the daylight contours, it is found that the daylight illumination lux on working plane nearer to the opposite side wall of the window is having 90 to 120 lux for single window configuration whereas for double window configuration the illumination contours are in the range of 100 to 175 lux. Besides, the uniform spread of 100 to 175 lux can be seen in the Figure 7 for double window configuration. It is noted that the double window configuration works better for spread of illumination instead one window of the same size so the double window configuration is performed much better hence this configuration can be considered wherever possible.

The double window configuration is further analysed with the
variation of locating a window on vertical plane at the centre as an option-II and locating a window at the opposite plane at diagonal as an option-III shown in (Figure 9). The Illumination contours of Option-III are quite impressive in terms of spread and enhanced illumination levels on working plane hence it an appropriate design configuration for window placement among all. Besides, varying window sizes for the said room size have been analysed along with the daylight illumination levels and the same has been tabulated for middle and corners places of the room to verify the spread and penetration lighting levels as shown in Table 2.

Conclusion

It is essential and crucial to derive the appropriate window sizes for achieving desirable illumination levels required for various functional considerations of a space design. The first of the new computation tools for daylight was developed by Waldram during the 1920’s, acknowledged as the ‘Waldram diagram’. This allowed the first precise calculation of the amount of light entering a room. The tools extensively developed in due course of time to give accurate results, i.e., the NBC-2005 and IES VE 2016 simulation has shown perfect conformity to each other as elaborated in the paper. The window opening design is a critical component in a building in order to conserve illumination energy with respect to desirable sizes and the functional utility of the space. This has to be dealt with adequate scientific knowledge to save illumination energy by appropriate daylight levels on working plane.

![Daylight contours on working plane](image1)

**Figure 8:** Day light Illumination contours on working plane of window Wa4 (1.750 × 1.35 m).

![Daylight contours on working plane](image2)

**Option-II**

![Daylight contours on working plane](image3)

**Option-III**

**Figure 9:** Day light Illumination contours on working plane for option-II and option-III.

<table>
<thead>
<tr>
<th>Item</th>
<th>Lux 1 m</th>
<th>Lux 2 m</th>
<th>Lux 3 m</th>
<th>Lux 4 m</th>
<th>Lux 5 m</th>
<th>Size</th>
</tr>
</thead>
<tbody>
<tr>
<td>Illumination levels at corners</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>W6</td>
<td>152.65</td>
<td>137.04</td>
<td>113.14</td>
<td>87.57</td>
<td>78.32</td>
<td>1.0 m × 1.8 m</td>
</tr>
<tr>
<td>W4</td>
<td>262.66</td>
<td>184.87</td>
<td>183.89</td>
<td>154.69</td>
<td>138.95</td>
<td>2.0 m × 1.8 m</td>
</tr>
<tr>
<td>W7</td>
<td>342.61</td>
<td>291.11</td>
<td>239.95</td>
<td>221.88</td>
<td>192.34</td>
<td>3.0 m × 1.8 m</td>
</tr>
<tr>
<td>Illumination levels at middle axis</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>W6</td>
<td>353.15</td>
<td>241.29</td>
<td>173.93</td>
<td>96.64</td>
<td>95.42</td>
<td>1.0 m × 1.8 m</td>
</tr>
<tr>
<td>W4</td>
<td>594.18</td>
<td>403.31</td>
<td>275.45</td>
<td>209.52</td>
<td>173.77</td>
<td>2.0 m × 1.8 m</td>
</tr>
<tr>
<td>W7</td>
<td>875.29</td>
<td>543.53</td>
<td>410.65</td>
<td>315.93</td>
<td>225.59</td>
<td>3.0 m × 1.8 m</td>
</tr>
<tr>
<td>Illumination levels at corners</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Wa1</td>
<td>97.62</td>
<td>84.53</td>
<td>73.97</td>
<td>63.89</td>
<td>54.56</td>
<td>1.0 m × 1.35 m</td>
</tr>
<tr>
<td>Wa5</td>
<td>197.66</td>
<td>136.37</td>
<td>122.1</td>
<td>115.52</td>
<td>90.11</td>
<td>2.0 m × 1.35 m</td>
</tr>
<tr>
<td>Wa8</td>
<td>328.11</td>
<td>200.21</td>
<td>181.64</td>
<td>170.67</td>
<td>139.43</td>
<td>3.0 m × 1.35 m</td>
</tr>
<tr>
<td>Illumination levels at middle axis</td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
<td></td>
</tr>
<tr>
<td>Wa1</td>
<td>346.23</td>
<td>311.62</td>
<td>150.63</td>
<td>72.62</td>
<td>68.49</td>
<td>1.0 m × 1.35 m</td>
</tr>
<tr>
<td>Wa5</td>
<td>627.1</td>
<td>314.75</td>
<td>260.72</td>
<td>157.48</td>
<td>136.62</td>
<td>2.0 m × 1.35 m</td>
</tr>
<tr>
<td>Wa8</td>
<td>840.95</td>
<td>422.23</td>
<td>305.57</td>
<td>241.24</td>
<td>172.69</td>
<td>3.0 m × 1.35 m</td>
</tr>
</tbody>
</table>

**Table 2:** Day light illumination levels at a room size of 6.0 × 4.0 m for varying window sizes.
This can be further studied by integrating with thermal comfort and number of required air change per hour.

References
17. The Bureau of Indian Standards (BIS), Guidelines for day lighting 1989.